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BALLABS CERTIFIED TEST REPORT NO.:
PREPARED FOR: SCIENTIFIC LIGHTING PRODUCTS,
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18733.0
INC - FENTON, MO

1618 HEADLAND DR.
FENTON, MO 63026
(636) - 343-6006

Ml (636) - 343-6051 FAX
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DATE 03/06/1

2/32W T8 LAMPS 4'ENCLOSED & GASKETED LUMINAIRE
WHITE FLAT REFLECTOR w/CLEAR ACRYLIC DROP LENS
SYLVANIA BALLAST #QHE 2x32T8/UNV ISH-HT-SC-1

CT2-2X32T8-CIRA

IES SPACING CRITERIA: END=
THIS BALLABS REPORT WITH THE USE OF THE NVLAP LOGO SHALL NOT BE USED BY THIS CLIENT TO CLAIM PRODUCT
CERTTFICATION, APPROVAL, OR ENDORSEMENT BY NVLAP, NIST, OR ANY AGENCY OF THE FEDERAL GOVERNMENT.
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F32T8/835 RATED LUMENS
CANDLEPOWER DISTRIBUTION
HORIZONTAL ANGLE ZONAL
22.5 45 67.5 S0 LUMENS
1211. 1211. 1211. 1211.
1213. 1216. 1218. 1218. 116.1
1194. 1202. 1208. 1213.
1171. 11%0. 1204. 1211. 336.8
1115. 1149. 1177. 1187.
1073. 1120. 1154. 1164. 515.8
1029. 1087. 1130. 1143.
977. 1048. 1095. 1111. 650.3
S05. 989. 1050. 1076.
849. 952. 1039. 1069. 728.1
755. 873. 970. 1002.
666. 805. 918. 557. 706.1
573. 726. 853. 899,
491. 676. 831. 880. 648.4
399. 630. 766. 797.
311. 526. 616. 642. 488.2
258. 411. 525. 560.
156. 329. 437. 474 ., 31%.9
89. 218. 311. 341.
44 . 165. 260. 294. 168.0
16. 102. 193. 223.
3. 60. 128. 155. 71.0
0. 21. 73. 93.
0. 6. 26. 41. 13.1
0. 0. 8. 7.
0. 0. 0. 0. .0
0. 0. 0. 0.
0. 0. 0. 0. .0
0. 0. 0. 0.
0. 0. 0. 0. .0
0. 0. 0. 0.
0. 0. 0. 0. .0
0. 0. 0. 0.
0. 0. 0. 0. .0
0. 0. 0. 0.
0. 0. 0. 0. .0
0. 0. 0. 0.
LUMEN SUMMAR
LUMENS $LAMP SFIXT ZONE
969. 16.4 20.3 20-120
1619. 27.4 34.0 90-130
3053. 51.7 64.1 90-150
4510. 76 .4 94 .7 90-180
TOTAL LUMINAIRE = 0-180
1.2 DIAGONAL = 1.3

2950. NBR. LAMPS:-
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NVLAP LAB CODE 200921-0

LUMENS
252.
252.
252.
252.

4762.
CROSS=

$LAM

O b b

8
1.4

JWWwWwWwg

op

F

100.

oot H

X

OWwWwWwwH

TESTED
FIELD PERFORMANCE.
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BALLABS CERTIFIED TEST REPORT NO.: 18733.0 DATE 03/06/15
PREPARED FOR: SCIENTIFIC LIGHTING PRODUCTS, INC - FENTON, MO
DESCRIPTION: 2/32W T8 LAMPS 4'ENCLOSED & GASKETED LUMINAIRE
WHITE FLAT REFLECTOR w/CLEAR ACRYLIC DROP LENS
SYLVANIA BALLAST #QHE 2x32T8/UNV ISH-HT-SC-1
CATALOG NBR: CT2-2X32T8-CIRA
LAMP TYPE : F32T8/835 RATED LUMENS 2950. NBR. LAMPS:-

— 5 /20 —
—— 6 3/4 —
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BALLABS CERTIFIED TEST REPORT NO. : 18733.0 DATE 03/06/15
PREPARED FOR: SCIENTIFIC LIGHTING PRODUCTS, INC - FENTON, MO
DESCRIPTION: 2/32W T8 LAMPS 4'ENCLOSED & GASKETED LUMINAIRE

WHITE FLAT REFLECTOR w/CLEAR ACRYLIC DROP LENS

SYLVANIA BALLAST #QHE 2x32T8/UNV ISH-HT-SC-1
CATALOG NBR: CT2-2X32T8-CIRA
LAMP TYPE : F32T8/835 RATED LUMENS 2950. NBR. LAMPS: - 2
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LUMINANCES-CD/SQ-M
HORIZONTAL ANGLE

VERT 0 45 90
ANGLE
45 5442. 5028. 5644.
55 4880. 4731. 5625,
65 4139. 4640. 6045.
75 2804. 4504 . 5502.
85 1438 3911 5630.

**MAXIMUM BRIGHTNESSES NOT MEASURED**
R S R R R R A R R E T R R,
ZONAL CAVITY COEFFICIENTS OF UTILIZATION

EFFECTIVE FLOOR CAVITY REFLECTANCE=.20

CEILING .80 .70 .50 .30 .10 .00

wALL .70 .50 .30 .10 .70 .50 .30 .10 .50 .36 .10 .50 .30 .10 .50 .30 .10 .00
RCR

0 .95 .95 .95 .95 .92 .92 .92 .92 .87 .87 .87 .83 .83 .83 .78 .78 .78 .76
1 .85 .81 .77 .73 .83 .79 .75 .71 .74 .71 .68 .70 .68 .66 .67 .65 .63 .61
2 .77 .70 .63 .58 .74 .68 .62 .57 .64 .59 .55 .61 .57 .53 .58 .54 .51 .49
3 .76 .61 .54 .48 .68 .59 .53 .47 .56 .51 .46 .53 .49 .45 .51 .47 .43 .41
4 .64 .53 .46 .40 .62 .52 .45 .40 .49 .43 .39 .47 .42 .38 .45 .40 .37 .35
5 .58 .47 .39 .33 .56 .46 .38 .33 .43 .37 .32 .41 .36 .32 .39 .35 .31 .29
6 .53 .42 .34 .29 .51 .41 .34 .28 .39 .32 .28 .37 .31 .27 .35 .30 .26 .25
7 .49 .37 .30 .25 .47 .36 .29 .24 .35 .28 .24 .33 .28 .23 .32 .27 .23 .21
8 .45 .33 .26 .21 .43 .33 .26 .21 .31 .25 .21 .30 .24 .20 .28 .23 .20 .18

S .41 .30 .23 .18 .40 .29 .23 .18 .28 .22 .18 .27 .21 .17 .26 .21 .17 .15

10 .38 .27 .20 .16 .37 .27 .20 .16 .25 .20 .16 .24 .19 .15 .23 .18 .15 .13

TESTED IN ACCORDANCE WITH CURRENT IES PROCEDURES
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