BALLARS CERTIFIED TEST REPORT NO.: 18734.0 DATE 03/06/1
PREPARED FOR: SCIENTIFIC LIGHTING PRODUCTS, INC - FENTON, MO
DESCRIPTION: 2/54W T5HO C LAMPS 4'ENCLOSED & GASKETED LUMINAIRE
WHITE FLAT REFLECTOR w/CLEAR ACRYLIC DROP LENS
ULT BALLAST #B254PUNVHB-D
CATALOG NBR: CT2-2X54T5-CIRA

LAMP TYPE : F54T5/835/HO/C RATED LUMENS  5000. NBR. LAMPS:-
CANDLEPOWER DISTRIBUTION 180 gy,
VERT HORIZONTAL ANGLE ZONAL ... . _ &9
ANG O 22.5 45 67.5 90 LUMENS @ @ [ il %,
0 2327. 2327. 2327. 2327. 2327. S
5 2298. 2300. 2304. 2307. 2307. 219.9
10 2279. 2286. 2299. 2314. 2320.
15 2211. 2226. 2258. 2290. 2304. 640.1
20 2124. 2152. 2220. 2278. 2299.
25 1994. 2035. 2127. 2201. 2233. 980.8

30 18%94. 1958. 2080. 2191. 2228.
35 1760. 1850. 2014. 2146. 2193. 1254.2
40 1623. 1739. 1952. 2111. 2164.
45 1512. 1669. 1945. 2127. 2188. 1469.6
50 1292. 1480. 1779. 1962. 2024.
55 1090. 1323. 1646. 1840. 1910. 1414.8

::GE‘LBTISEADBAND DR. A
, MO 63026 //\\
Buoiwe Acousnics ¢ Licarng Lasonnronies, e, [ camiimaqs

60 873. 1139. 1462. 1649. 1715.
65 687. 1015. 1347. 1575. 1663. 1268.5

70  482. 842. 1183. 1483. 1571.
75  281. 619. 1035. 1294. 1363.  996.9
80 135. 476. 899. 1035. 1079.
85 45. 347. 598. 739. 775. 571.6
90 17. 127. 266. 371.  415.
95 0. 31. 125. 217. 251. 135.9
100 0. 7. 50. 83. 99.
105 0. 0. 22. 46. 55. 25.2
110 0. 0. 11. 19. 26.
115 0. 0. 0. 14. 17. 5.6
120 0. 0. 0. 0. 0.
125 0. 0. 0. 0. 0. .0
130 0. 0. 0. 0. 0.
135 0. 0. 0. 0. 0. .0
140 0. 0. 0. 0. 0.
145 0. 0. 0. 0. 0. 0
150 0. 0. 0. 0. 0.
155 0. 0. 0. 0. 0. .0 ®
160 0. 0. 0. 0. 0. [}i]RQ&? [j$
165 0. 0. 0. 0. 0. .0
170 0. 0. 0. 0. 0.
175 0. 0. 0. 0. 0. .0
180 0. 0. 0. 0. 0. NVLAP LAB CODE 200921-0
LUMEN SUMMAR
ZONE LUMENS $LAMP SFPIXT ZONE LUMENS $LAMP SFIXT
0- 30 1841. 18.4 20.5 90-120 167. 1.7 1.9
0- 40 3095. 31.0 34.5 90-130 167. 1.7 1.9
0- 60 5979. 59.8 66.6 90-150 167. 1.7 1.9
0- 90 8817. 88.2 98.1 90-180 167. 1.7 1.9
TOTAL LUMINAIRE = 0-180 8983. 89.8 100.0
IES SPACING CRITERIA: END= 1.2 DIAGONAL = 1.3 CROSS= 1.4

THIS BALLABS REPORT WITH THE USE OF THE NVLAP LOGO SHALL NOT BE USED BY THIS CLIENT TO CLAIM PRODUCT
CERTIFICATION, APPROVAL, OR ENDORSEMENT BY NVLAP, NIST, OR ANY AGENCY OF THE FEDERAL GOVERNMENT.
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BALLABS CERTIFIED TEST REPORT NO.: 18734.0 DATE 03/06/15

PREPARED FOR:
DESCRIPTION:

CATALOG NBR:
LAMP TYPE

SCIENTIFIC LIGHTING PRODUCTS, INC - FENTON, MO
2/54W TS5HO C LAMPS 4'ENCLOSED & GASKETED LUMINAIRE
WHITE FLAT REFLECTOR w/CLEAR ACRYLIC DROP LENS
ULT BALLAST #B254PUNVHB-D
CT2-2X54T5-CIRA
F54T5/835/H0O/C RATED LUMENS 5000. NBR. LAMPS:-
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BALLABS CERTIFIED TEST REPORT NO.: 18734.0 DATE 03/06/15
PREPARED FOR: SCIENTIFIC LIGHTING PRODUCTS, INC - FENTON, MO
DESCRIPTION: 2/54W TS5HO C LAMPS 4'ENCLOSED & GASKETED LUMINAIRE

WHITE FLAT REFLECTOR w/CLEAR ACRYLIC DROP LENS

ULT BALLAST #B254PUNVHB-D
CATALOG NBR: CT2-2X54T5-CIRA
LAMP TYPE : F54T5/835/HO/C RATED LUMENS 5000. NBR. LAMPS:- 2

**********************************************************************

LUMINANCES-CD/SQ-M
HORIZONTAL ANGLE

VERT 0 45 S0
ANGLE
45 10643. 10266. 11550.
55 9463. 9675. 11228.
65 8088. 9255. 11425.
75 5405. 8867. 11685.
85 2789 7101. 8207.

**MAXTIMUM BRIGHTNESSES NOT MEASURED**
T L A R R A R A R R R RS R R R R L i
ZONAL CAVITY COEFFICIENTS OF UTILIZATION

EFFECTIVE FLOOR CAVITY REFLECTANCE=.20

CEILING .80 .70 .50 .30 .10 .00

WALL .70 .50 .30 .10 .70 .50 .30 .10 .50 .30 .10 .50 .30 .10 .50 .30 .10 .00
RCR

0 1.07 1.07 1.07 1.07 1.04 1.04 1.04 1.04‘ .99 .99 .99 .94 .94 .94 .90 .90 .90 .88
1 .96 .91 .86 .82 .93 .88 .84 .81 .84 .81 .78 .80 .78 .75 .77 .75 .72 .70
2 .86 .78 .71 .65 .84 .76 .70 .64 .72 .67 .62 .69 .65 .61 .66 .62 .59 .57
3 .78 .68 .60 .54 .76 .66 .59 .53 .63 .57 .52 .61 .55 .51 .58 .54 .50 .47
4 .71 .60 .51 .45 .69 .58 .51 .44 .56 .49 .44 .54 .48 .43 .51 .46 .42 .40
5 .65 .52 .44 .37 .63 .51 .43 .37 .49 .42 .36 .47 .41 .36 .45 .40 .35 .33
6 .59 .46 .38 .32 .57 .45 .37 .31 .44 .36 .31 .42 .35 .31 .40 .35 .30 .28
7 .54 .42 .33 .27 .53 .41 .33 .27 .39 .32 .27 .38 .31 .26 .36 .30 .26 .24
8 .50 .37 .29 .23 .48 .36 .29 .23 .35 .28 .23 .34 .27 .23 .32 .27 .22 .21
9 .46 .33 .25 .20 .45 .32 .25 .20 .31 .24 .20 .30 .24 .19 .29 .23 .19 .17
10 .43 .30 .23 .17 .41 .30 .22 .17 .28 .22 .17 .27 .21 .17 .26 .21 .17 .15

TESTED IN ACCORDANCE WITH CURRENT IES PROCEDURES
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